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damage and excessive stress due to set-
tlement, vibration, expansion, or con-
traction. 

(b) You must provide the type and de-
gree of corrosion protection rec-
ommended by an independent corrosion 
expert, based on the information pro-
vided under § 267.191(c), to ensure the 
integrity of the tank system during use 
of the tank system. An independent 
corrosion expert must supervise the in-
stallation of a corrosion protection 
system that is field fabricated to en-
sure proper installation. 

(c) You must obtain, and keep at the 
facility, written statements by those 
persons required to certify the design 
of the tank system and to supervise the 
installation of the tank system as re-
quired in §§ 267.192, 267.193, and para-
graphs (a) and (b) of this section. The 
written statement must attest that the 
tank system was properly designed and 
installed and that you made repairs 
under §§ 267.192 and 267.193. These writ-
ten statements must also include the 
certification statement as required in 
40 CFR 270.11(d). 

§ 267.195 What are the secondary con-
tainment requirements? 

To prevent the release of hazardous 
waste or hazardous constituents to the 
environment, you must provide sec-
ondary containment that meets the re-
quirements of this section for all new 
and existing tank systems. 

(a) Secondary containment systems 
must be: 

(1) Designed, installed, and operated 
to prevent any migration of wastes or 
accumulated liquid out of the system 
to the soil, groundwater, or surface 
water at any time during the use of the 
tank system; and 

(2) Capable of detecting and col-
lecting releases and accumulated liq-
uids until the collected material is re-
moved. 

(b) To meet the requirements of para-
graph (a) of this section, secondary 
containment systems must be, at a 
minimum: 

(1) Constructed of or lined with mate-
rials that are compatible with the 
wastes(s) to be placed in the tank sys-
tem and must have sufficient strength 
and thickness to prevent failure owing 
to pressure gradients (including static 

head and external hydrological forces), 
physical contact with the waste to 
which it is exposed, climatic condi-
tions, and the stress of daily operation 
(including stresses from nearby vehic-
ular traffic). 

(2) Placed on a foundation or base ca-
pable of providing support to the sec-
ondary containment system, resistance 
to pressure gradients above and below 
the system, and capable of preventing 
failure due to settlement, compression, 
or uplift. 

(3) Provided with a leak-detection 
system that is designed and operated 
so that it will detect the failure of ei-
ther the primary or secondary contain-
ment structure or the presence of any 
release of hazardous waste or accumu-
lated liquid in the secondary contain-
ment system within 24 hours. 

(4) Sloped or otherwise designed or 
operated to drain and remove liquids 
resulting from leaks, spills, or precipi-
tation. You must remove spilled or 
leaked waste and accumulated precipi-
tation from the secondary containment 
system within 24 hours, or as promptly 
as possible, to prevent harm to human 
health and the environment. 

§ 267.196 What are the required de-
vices for secondary containment 
and what are their design, oper-
ating and installation require-
ments? 

(a) Secondary containment for tanks 
must include one or more of the fol-
lowing: 

(1) A liner (external to the tank). 
(2) A double-walled tank. 
(3) An equivalent device; you must 

maintain documentation of equiva-
lency at the facility. 

(b) External liner systems must be: 
(1) Designed or operated to contain 

100 percent of the capacity of the larg-
est tank within its boundary. 

(2) Designed or operated to prevent 
run-on or infiltration of precipitation 
into the secondary containment sys-
tem unless the collection system has 
sufficient excess capacity to contain 
run-on or infiltration. The additional 
capacity must be sufficient to contain 
precipitation from a 25-year, 24-hour 
rainfall event. 

(3) Free of cracks or gaps. 
(4) Designed and installed to sur-

round the tank completely and to 

VerDate Aug<31>2005 14:44 Sep 14, 2007 Jkt 211167 PO 00000 Frm 00174 Fmt 8010 Sfmt 8010 Y:\SGML\211167.XXX 211167


